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Table 5-3 LED indications 

Battery 

status 

Protectio

n / Alarm 

/ Normal 

RUN ALM Capacity LED 

Descriptions 

● ● ● ● ● ● ● ● 

Shut down  OFF OFF OFF OFF OFF OFF OFF OFF All off 

Power-on Normal ON ON ON ON ON ON ON ON 
All light on one second at 

same time. 

Standby 

Normal Blink 1 OFF OFF OFF OFF OFF OFF OFF Indication standby 

Alarm OFF Blink 3 OFF OFF OFF OFF OFF OFF Battery low voltage 

 

Charging 

Normal Light OFF 

Base on capacity  

Alarm Light Blink 3 

Protection OFF Light OFF OFF OFF OFF OFF OFF Stop charging, protect start 

Discharge 

Normal Blink 3 OFF 

Base on capacity 

 

Alarm Blink 3 Blink 3  

Protection OFF Light OFF OFF OFF OFF OFF OFF Stop discharge, protect start 

Note: The blinking descriptions, Blink 1“0.25on/3.75off”；Blink 2“0.5s 

on /0.5s off”；Blink 3“0.5s on /1.5s off”.  

---End of installation--- 

6 Communication 

There are RS-232C, RS485and CAN communication ports on the 

battery. The battery status can be obtained and the battery internal 

parameters can be modified via a host computer. 
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